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NOTE: CLAMPS WILL NOT BE ALLOWED, ALL CONNECTIONS SHALL

BE CAD WELDS

FURNISH AND INSTALL 1 — 8 GROUND ROD FOR POWER
FURNISH AND INSTALL 4 — 8 GROUND RODS FOR GROUND

FURNISH AND INSTALL 4 — 9" FLOWER ROUND HAND HOLES,
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